PER ALIMENTAZIONE A 380V-440V-460V-480V

SPOSTARE IL CAVO GRIGIO

FOR 380V-440V-460V-480V SUPPLY VOLTAGE

MOVE THE GREY WIRE
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X2-1 Door switch
X2-2 Door switch
X2-3 Alarm
X2-4 Alarm
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VC-E Brown VC-C
1~ 1~ C Condensatore Ventilatore
— M — Capacitor (Fan)
M Motore Compressore
S E Compressor
® “ HP Pressostato di alta pressione
HP Pressure Switch
Termostato Ambiente
PJEZS Room Thermostat
7 1 _ Ventilatore Evaporatore
O Q VC-E Evaporator Fan
vc-c  Ventilatore Condensatore
Condenser Fan
ATF Autotrasformatore
Autotransformer



